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Allbrox® Accessories/ Kits

ALLBROX® 4-6

Allbrox® Distribution Board Kit

Distribution Board Kit

Part Number Description No. of Rows MCB’s Per 
Row

No. of Neutral 
Bars

No. of Earth Bars

ALL-004/DBK-A Allbrox 4 Distribution Board Kit Assembled 2 10 2x (14 way) 2x (12 way)

ALL-005/DBK-A Allbrox 5 Distribution Board Kit Assembled 3 13 4x (14 way) 4x (12 way)

ALL-006/DBK-A Allbrox 6 Distribution Board Kit Assembled 4 15 5x (15 way) 2x (18 way) + 2x (12 
way)

Allbrox® Distribution Board Kit 
Assembly 

1) Remove device plate from 
the base. Leave the 4 x M6 nuts 
in place for fi xing the mounting 
rails in place.Fit mounting rails 
(A) as shown using the 4 x M6 
x 12 CH EG screws and M6 
washers. Ensure that the bigger 
space between the hole and 
end of the mounting rail is fi tted 
toward the hinge side of the box

2) Fit the steel side plates with 
the plastic supports (B) onto the 
mounting rails (A) using the 4 x 
M6 x 12CH EG screws and M6 
washers as shown. 

3) Fit the steel din rails (C), for 
breakers, into the plastic sup-
ports using 2 x 3.5 x 12 Panpozi 
thread cutter screws on each 
end as shown. Fit the steel din 
rail, for neutral bar, upside down 
using 2 x 8 x 9.5 thread cutter 
screws on each end as shown.

3.5 x 12
Panpozi
thread
cutter 
screws

8 x 9.5
Panpozi
thread
cutter 
screws

4) Clip the plastic Fascia plates 
(D)into the plastic supports as 
shown. 

Product No. Fascia 
Plates

ALLBROX 4 2

ALLBROX 5 3

ALLBROX 6 4

Transform
er 

E
quipm

ent
Locks

H
inges

A
ccessories

R
otary O

perating
H

andles
E

nclosures
H

andles
Index

Insulators




